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Collins Architectural Group, p.s.     Addendum No.  1   
950 12th Avenue, Suite 200 
Longview, WA  98632      Page No.      1 of 10    
 
         Date:          March 1, 2017  
       
Project:   E.I.F.S. & HVAC  
  Longview Readiness Center 
  Project Number 2016-639 
  Longview, WA   
 
Notice to Contractor: 
The following changes in the Contract Documents, including the Drawings and Specifications, 
constitute this Addendum.  All changes included in Addenda shall become a part of the Contract 
Documents for this Project.  Any changes herein offset only the specific Drawings or Notes on 
Drawings or words or paragraphs in Specifications referenced to and the balance of the Drawings 
shall remain in full force. 
 
ARCHITECTURAL SPECIFICATION 
ITEM  SHEET NO./ DESCRIPTION        
  SECTION NO.  
 
1.1 Pre-Bid Walkthru See attached list for the contractors that attended the pre-bid 

walkthrough held on February 28, 2017.  

1.2 Completion Time See attached revised bid form with new substantial completion date of 
September 30, 2017. 

1.3 M1 See attached revised sheet M1 which has the following changes: 

  1. Added contact information for Delta Controls 

  2. Added notes to the schedules to require BACNet interface to allow 
connection to Delta DDC.  

1.4 M2 See attached revised sheet M2 which has the following changes: 

  1. Added building DDC control locations (Boiler Room) 

  2. Changed demolition plans to reflect the removal of the existing fin-
tube at all locations of new HVAC installation.  

  3. Added existing heating fan unit at bathroom location to remain and 
be reconnected to updated control system. 

  4. Added condensate drain routing from FC’s to exterior wall 
terminations. 

1.5 Paint Patch wall and touch up paint where fin-tubes and covers are removed.  

1.6 Work Hours The work on the interior and exterior of the building shall be limited to 10 
hour days Tuesday – Friday. 
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1.7 EIFS Work There are fall protection cables mounted to the concrete wall at the upper 
clerestory area.  These cable are to be removed prior to installation of the 
EIFS.  The cables do not need to be reinstalled.   

1.8 Insurance See attached insurance certificate that was missing from the project 
manual.  

 

PRODUCT APPROVALS 

ITEM  APPROVED SUBSTITUTION 

EIFS  Sto 

Multi-zone Split System LG 

Energy Recovery ventilator LG ARVU 

Unit Heater Sterling 

    

END OF ADDENDUM 1  





 
 
Project Name: Exterior Insulation Finish System (EIFS) & HVAC           Project number: 2016-639            
  Longview - WA 

 
 

STATE OF WASHINGTON 
MILITARY DEPARTMENT 

CONSTRUCTION & FACILITIES MANAGEMENT OFFICE 
BUILDING #36 QUARTERMASTER ROAD 

CAMP MURRAY, WASHINGTON,  98430-5052 

 
In compliance with the contract documents, the following bid proposal is submitted: 
 

1. BASE BID: Fill out one bid item as described below (Including Trench Excavation Safety 
Provisions) 

 
  $  
(Please print dollar amount in space abow)                                                                              (Do not include Washington State Sales Tax) 
 
 

TRENCH EXCAVATION SAFETY PROVISIONS $       0.00 
 (Included also in Base Bid) 

 
If the bid amount contains any work which requires trenching exceeding a depth of four feet, all 
costs for trench safety shall be included in the Base Bid and indicated above for adequate trench 
safety systems in compliance with Chapter 39.04 RCW. 49.17 RCW and WAC 296-155-650.  
Bidder must include a lump sum dollar amount in blank above (even if the value is $0.00) to be 
responsive. 
 
The Owner reserves the right to accept or reject any or all bid prices within sixty (60) days of the bid 
date. 
 
Time for Completion 
 
The undersigned hereby agrees to complete all the work under the Base Bid within 90 calendar days 
after the date of Notice to Proceed by September 30, 2017. 
 
The apprentice labor hours required for this project are 0 % of the total labor hours.  The undersigned 
agrees to utilize this level of apprentice participation.  Voluntary workforce diversity goals for this 
apprentice participation are identified in the Instructions to Bidders and Supplemental Conditions. 
Bidders may contact the Department of Labor & Industries, Apprenticeship Section, to obtain 
information on available aprenticeship programs.  
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 B I D   P R O P O S A L - REVISED



Project Name: Exterior Insulation Finish System (EIFS) & HVAC           Project number: 2016-639             
  Longview - WA 
   
 
 
Apprenticeship Requirements 
 
Voluntary numerical MWBE goals of 10% MBE and 6% have been established for this project.  
Achievement of the goals is encouraged. Bidders may contact the Office of Minority and Womens 
Business Enterprise to obtain information on certified firms. 

    
Liquidated Damages 
 
The undersigned agrees to pay the Owner as liquidated damages the sum of $ 200.00 for each 
consecutive calendar day that is in default after the Contract Time.  Liquidated damages shall be 
deducted from the contract by change order. 
 
Receipt of Addenda 
 
Receipt of the following addenda is acknowledged: 
 
 Addendum No.   Addendum No.   
 Addendum No.   Addendum No.   
  

 
Name of Firm   
NOTE: If bidder is a corporation, write State of Incorporation; if a partnership, give full names and addresses of all parties below. 

 
Signed by  , Official Capacity   
 
Print Name   
 
Address   
 
City    State   Zip Code   
 
Date     Telephone     FAX   
 
State of Washington Contractor's License No.   
 
Federal Tax ID # ______________________________  DUNS #:__________________________ 
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